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GENERAL NOTES:

A. UNLESS NOTED OTHERWISE, ALL BRANCH HWS AND HWR PIPING TO VAV
BOXES SHALL BE 3/4 INCH.

PROVIDE THREE-WAY CONTROL VALVE.

MOUNT ASSOCIATED CONTROL AND BALANCING VALVES ABOVE LAY-IN
CEILING.
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